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Abstract
This project presents the construction of a low-cost, stand alone smoke detector circuit intended for early warning in the event of smoke emissions. The circuit utilizes an MQ-2 smoke sensor as the primary detection unit, capable of sensing a wide range of smoke concentrations. A 9V battery supplies power to the system, regulated to 5V using an LM7805 voltage regulator to ensure stable operation of the electronic components. A 10µF capacitor provides additional filtering to smoothen voltage fluctuations. The sensor output is passed through a 10K potentiometer, allowing manual adjustment of the detection threshold and enhancing the system's sensitivity to varying environmental conditions. Once the smoke concentration exceeds the set threshold, a BC547 NPN transistor functions as a switching device, activating an light emitting diode(LED) and a buzzer to provide immediate visual and audible alerts. The circuit was built and tested successfully on a prototype board, demonstrating accurate detection and reliable response to the presence of a smoke. The prototype proved energy-efficient, portable, and simple to assemble, making it suitable for use in homes, kitchens, laboratories, and small office spaces. This project highlights the practicality of developing affordable, non-microcontroller-based safety devices that can be deployed in low-resource environments to mitigate fire-related hazards and improve public safety.
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1. Introduction
Fire outbreaks constitute one of the major causes of loss of lives and property worldwide. In homes, offices, laboratories, and industrial environments, fires often begin unnoticed and spread rapidly before help can arrive. One of the most effective ways of minimizing the damage caused by fire is the early detection of smoke, which is usually the first visible sign of fire. A smoke detector is an electronic device designed to sense the presence of smoke and trigger an alarm to warn occupants of potential fire hazards. Modern smoke detectors operate automatically and provide faster responses compared to manual fire detection methods. Due to their importance, smoke detectors have become essential safety devices in residential and public buildings. Smoke detectors play a crucial role in early fire detection, helping to prevent disasters and minimize damage to life and property. Recent research has focused on improving smoke detection methods, especially through the use of advanced image analysis and deep learning techniques, to enhance accuracy and speed in various environments.  Early smoke detection relied on sensor-based systems that required proximity to the fire, limiting their effectiveness for distant or outdoor fires. Vision-based systems using image and video analysis have emerged as alternatives, offering faster and more robust detection, especially in large or remote areas (Khanna et al., 2022; Pundir & Raman, 2019).


The effectiveness of smoke detectors depends on their ability to quickly and accurately identify smoke under various environmental conditions, including challenging scenarios like fog, clutter, or non-line-of-sight situations (Roque & Padilla, 2020; Baik et al., 2019; Muhammad et al., 2020; Liu et al., 2018). Recent advancements have focused on enhancing sensitivity and response time using novel materials, such as metal-oxide nanocolumns, which can detect gases emitted during the early stages of combustion more rapidly than commercial detectors (Shim et al., 2017). Innovations leverage ubiquitous technologies like WiFi signals to passively detect smoking activities, even through walls or in non-line-of-sight environments. These systems analyze the unique patterns that smoking imparts on wireless signals, enabling scalable and robust detection without requiring direct visual or sensor contact (Wang et al., 2017).  Modern smoke detection leverages characteristics such as smoke pattern, motion, color, and texture. Algorithms are broadly categorized into smoke classification, segmentation, and bounding box estimation (Khanna et al., 2022).
Deep learning models, particularly CNNs, have significantly improved smoke detection accuracy. Techniques such as transfer learning and learning without forgetting (LwF) allow models to adapt to new datasets while retaining previous knowledge, achieving high accuracy rates (up to 98.72%) (Sathishkumar et al., 2023; Lin et al., 2020; Yin et al., 2017; Luo et al., 2018; Pundir & Raman, 2019; Ullah et al., 2023). Traditional smoke detectors, such as photoelectric and ionization types, have been widely adopted due to their ability to detect smoke at early stages (Lee et al., 2024). Recent advancements focus on enhancing sensitivity, accuracy, and reliability, particularly in challenging environments with dust, oil vapors, or other interference particles (Song et al., 2024; Yuan et al., 2023). For example, capacitive particle-analyzing detectors and dual-wavelength optical systems have been developed to improve detection at very low smoke concentrations and reduce false alarms caused by non-fire aerosols (Song et al., 2024; Yuan et al., 2023).

Computational studies highlight the importance of smoke flow direction, inlet size, and chamber geometry in influencing detection speed and sensitivity. Optimizing these parameters can significantly reduce activation time and improve performance (Lee et al., 2024). Combining smoke and temperature sensing in a single device enhances detection reliability by capturing multiple hazard features, thus reducing the likelihood of missed alarms or false positives (Zhang et al., 2023). Advanced algorithms, including multiscale particle concentration analysis and machine learning models, are increasingly used to process sensor data, enabling more accurate and early detection even in the presence of interfering particles (Song et al., 2024; Cheng & Sun, 2024; Touko et al., 2024; Muksimova et al., 2024). Systems must perform reliably under diverse conditions, including fog, clutter, and varying illumination (Baik et al., 2019; Muhammad et al., 2020; Liu et al., 2018). Modern detectors are increasingly integrated with IoT and wireless networks for broader coverage and real-time response (Wang et al., 2017; Roque & Padilla, 2020). The aim of this project work is to develop a simple, cost-effective smoke detector capable of providing reliable early warning in various indoor environments. The specific objectives are to Prototype a basic circuit and system for real-time smoke detection and alarm activation, review and select appropriate sensor technologies for smoke detection, evaluate the performance of the detector in terms of sensitivity, false alarm rate, and response time, ensure the device is user-friendly, affordable, and suitable for widespread deployment. The development is tuned towards a basic smoke detector suitable for indoor use, emphasizing simplicity, affordability, and reliability. The scope includes sensor selection, circuit design, prototype development, and performance evaluation under controlled conditions. Advanced features such as wireless connectivity, integration with smart home systems, or video-based detection are beyond the primary scope but are discussed as future enhancements.
Shim et al. (2017) investigated the development of advanced fire detection systems using metal-oxide nanocolumn sensors. Their research focused on improving the early detection of fires by enhancing the sensitivity and selectivity of gas sensors to combustion byproducts. In their study, they designed and tested nanocolumn-based metal-oxide sensors, comparing their performance with that of traditional commercial smoke detectors. The results showed that these nanostructured sensors exhibited a faster response time and greater selectivity to fire-related gases, enabling earlier and more accurate detection of fires than conventional detectors.

Roque and Padilla (2020) focused on developing a low-cost Internet of Things (IoT)-based system for outdoor fire detection. Their research aimed to enhance early warning capabilities by integrating sensor networks with Low Power Wide Area Network (LPWAN) technology. In their work, they designed and implemented a system that combined temperature and gas sensors to monitor environmental conditions, while also enabling real-time alarms and centralized database management. The results demonstrated that their system was effective in detecting outdoor fires promptly and offered a cost-efficient solution for large-scale deployment in remote or wildfire-prone areas. Explored vision-based smoke detection systems using camera sensors and advanced image processing techniques. Their collective research focused on enhancing the accuracy and reliability of fire detection through deep learning methods. Specifically, they implemented deep convolutional neural networks (CNNs) to extract both static features (such as texture, color, and edges) and dynamic features (such as motion and direction) of smoke from video footage. Several studies introduced dual-channel and dual deep learning frameworks that integrate both image-based and motion-based analysis. These approaches achieved high detection accuracy—up to 99.5%—and demonstrated strong performance even under difficult environmental conditions, including fog, clouds, and distant smoke, thereby improving the robustness of early fire detection systems.
Wang et al. (2017) explored the development of ubiquitous and passive smoke detection systems that do not rely on user compliance or direct line-of-sight sensing. Their research introduced a novel WiFi-based approach that analyzes variations in wireless signal patterns caused by smoking-related activities. By monitoring disruptions in WiFi signal propagation, the system was able to detect smoking events even through walls and in non-line-of-sight environments. The results demonstrated strong scalability and robustness, indicating the potential of this method for real-world deployment in indoor and public spaces where traditional sensors may be limited.

2.0 Materials and Methods 
2.1 LM7805 Voltage Regulator IC
The LM7805 Voltage Regulator IC converts the 9V input from the battery to a stable +5V output. This 5V is necessary to safely power the MQ2 smoke sensor, transistor, and buzzer circuit.
[image: ]
Fig. 1: LM7805 Voltage Regulator IC (https://www.allelcoelec.com/blog/Understanding-the-7805-Voltage-Regulator-IC-Features-and-Working-Principles.html)
2.2 MQ-2 Smoke Sensor
The MQ-2 Gas Sensor detects combustible gases and smokes (like LPG, methane, alcohol, propane, etc.). Pins H1 and H2: Connected to a heating element that heats the sensor.
Pins A and B: Connect to a load resistor (R2) to detect voltage changes based on smoke concentration.Output signal from the sensor is read from the junction between MQ2 and R2.
[image: ]
Fig. 2: MQ-2 Smoke Sensor (https://m.indiamart.com/proddetail/mq2-smoke-sensor-19499435430.html)
2.3 BC 547 Transistor
The BC 547 Transistor acts as a switch. When smoke is detected and voltage at its base exceeds the threshold, it turns on and conducts from collector to emitter. This activates the buzzer circuit.
[image: ]
Fig. 3: BC 547 Transistor (https://www.u-buy.com.ng/product/X2ZJEKGO-bc547-to-92-npn-general-purpose-transistor-45v-0-1a-50-pack

2.4 Buzzer
The buzzer emits a sound alarm when a smoke is detected. It is powered when the transistor conducts and completes the circuit.
[image: ]
Fig. 4: Buzzer (https://nicrobit.com.ng/products/mini-active-buzzer-5v-12v/)

2.5 Light Emitting Diode (LED)
The LED is a visual indicator. It lights up when smoke is detected, providing a visible alert.
[image: ]
Fig. 5: LED (https://ph.rs-online.com/web/p/leds/1278393)

2.6 Capacitor (10µF)
The 10µF capacitor acts as a filter capacitor. It smoothens any voltage fluctuations in the output from the 7805 regulator, providing a stable 5V supply.
[image: ]
Fig. 6: Capacitor (https://www.microscale.net/products/2-2uf-400v-capacitor)

2.7 Resistor (1kΩ and 10kΩ)
The 1kΩ resistor is a current-limiting resistor. It limits the current through the LED D1 to prevent it from burning out.The 10kΩ potentiometer allows you to adjust the sensitivity of the smoke detector, setting the threshold at which the alarm triggers.
[image: ]
Fig. 7: Capacitor (https://www.blikai.com/blog/components-parts/10k-resistor-color-code-everything-you-need-to-know)
2.8 Vero Board
A Vero board (also known as stripboard) is a type of prototyping board used for building electronic circuits without designing a printed circuit board (PCB). In this project, the vero board is used for assembling and soldering electronic components to construct a prototype circuit.
[image: ]
Fig. 8: Vero Board (https://stemvolt.in/product/veroboard-6x4-inch/)

2.9 Battery
A battery is a device that stores chemical energy and converts it into electrical energy to provide a portable source of power. In this project, a 9 volts battery is used to power up the smoke detector.
[image: ]

Fig. 9: Battery (https://www.microscale.net/products/9v-battery?srsltid=AfmBOorLNf2oJNSbmHZpzPxosYSgsraDCVDujz3NtO-IanUO3wOx3CO5)
3.0 Tools and Equipment
1. Soldering iron and solder wire
2. Digital Multimeter (DMM)
3. Wire stripper
4. Screwdriver set
5. Casing for the circuit







3.1 Components List and Values
Table 1: Components List and Values 
	Components
	Description/Value
	Quantity

	Voltage Regulator IC
	LM7805
	1

	Smoke Sensor
	MQ-2
	1

	Transistor
	BC547
	1

	Buzzer
	3-12V
	1

	LED
	3V
	1

	Capacitor
	10uF
	1

	Resistor
	1K, 10K
	2

	Vero Board
	Continuity-type
	1

	Battery
	9 volts
	1




3.2 Circuit Design 
The smoke detector circuit was designed by regulating a 9V supply to 5V using an LM7805, connecting the MQ-2 smoke sensor’s analog output to the base of a BC547 transistor through a resistor, and wiring an LED with a current-limiting resistor and a buzzer between the 5V line and the transistor’s collector to activate alarms when smoke is detected; the circuit schematic was manually drawn and prepared for hardware implementation.
3.3 Construction Method
3.3.1 Component Placement: All components were first arranged on a vero board to match the circuit layout. The copper tracks were cut where necessary to isolate connections.
3.3.2 Soldering: All components were carefully soldered onto the circuit board to ensure reliable connections and prevent short circuits. The MQ-2 smoke sensor, buzzer, and LED indicator were connected externally and positioned appropriately to enable effective smoke detection and clear audio-visual alerts.
3.3.3 Enclosure: The assembled smoke detector circuit was housed in a plastic casing, with the MQ-2 gas/smoke sensor, LED indicator, and buzzer mounted on top of the enclosure for optimal exposure to smoke and clear audio-visual alerts.
3.3.4 Power Supply: A 9V battery was used to power the smoke detector circuit, connected via a snap connector for simple and secure attachment.


3.4 Testing and Calibration
3.1.1 Testing and Calibration: After assembly, the smoke detector circuit was tested by exposing the MQ-2 sensor to smoke. The 10k potentiometer was preset to keep the transistor base voltage (Vb) below 0.7V under clean air conditions. When smoke was present, the sensor's resistance decreased, causing Vb to rise to 0.7V—turning on the transistor and activating the buzzer. Minor adjustments to the potentiometer were made to calibrate the circuit's sensitivity for reliable smoke detection.

3.5 Block Diagram
[image: ]


Fig. 10:  Block diagram showing the five main sections of the smoke detector: Power Supply, Sensor Circuit, Sensitivity Circuit, Switching Circuit, and Alarm Circuit (LED/Buzzer).

3.5.1 Power Supply (9V Battery, LM7805 Voltage Regulator, 10uF Capacitor): This block represents the input power source (9V battery) and the voltage regulation components (LM7805 which converts 9V to a stable 5V, and the 10uF capacitor for filtering/smoothing the DC supply).
3.5.2 Sensor Circuit (MQ-2 Smoke Sensor): This block represents the core sensing element, the MQ-2 sensor, which detects the presence of smoke.
3.5.3 Sensitivity Circuit (10K Potentiometer): This block indicates the 10K potentiometer (R2 in the schematic). Its purpose is to adjust the sensitivity of the sensor, determining at what smoke concentration the output will trigger.
3.5.4 Switching Circuit (BC547 Transistor): This block represents the BC547 NPN transistor (Q1). It acts as an electronic switch. When the voltage from the sensor and sensitivity circuit reaches a certain threshold, the transistor turns on, allowing current to flow to the output.
3.5.5 Output (LED/Buzzer): This block encompasses the LED (D1) and the Buzzer (SG1). These are the indicators that activate when smoke is detected, providing a visual and audible alarm.








3.6 Circuit Diagram 
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Fig. 11: Schematic Diagram of the Smoke Detector (https://www.circuits-diy.com/simple-smoke-detector-alarm-circuit-mq2-mq6/)
3.6.1 Circuit Operation
The smoke detector circuit operates by using a 9V battery regulated to 5V through an LM7805 voltage regulator with a 10uF capacitor for voltage smoothing. The MQ-2 smoke sensor detects the presence of smoke, changing its internal resistance and producing a varying voltage output. This output is passed through a 10K potentiometer, which allows the user to adjust the sensitivity of the system by setting the gas concentration threshold. When the voltage exceeds the set threshold, it triggers the base of a BC547 NPN transistor, turning it on and allowing current to flow through the output stage. As a result, an LED lights up and a buzzer sounds, providing both visual and audible alerts indicating the detection of smoke.

3.6.2 Circuit Design Calculation
3.6.3 Regulator Load
Iout = Iheater + Isensor + Ibuzzer = 0.150 + 0.020 + 0.030 = 0.200A
Vdrop = 9-5 = 4V
P7805 = Vdrop x Iout = 4 x 0.020 = 0.80 W
3.6.4 MQ2 Divider (with RL = 10KΩ)
 Vout = 5 x RL/Rs + RL
Clean-air example Rs =  20kΩ
Vout, air = 5 x 10/20+10 = 5 x 10/30 = 1.67V
Gas example Rs = 2kΩ
Vout, gas = 5 x 10/2+10 = 5 x 10/12 = 4.17V
3.6.5 Transistor Base Sizing (Drive Buzzer Ic = 30mA) 
Required base current
Ib ≥ Ic/hFE (sat). With hFE (sat) = 50
Ib ≥ 30mA/50 = 0.6mA
If trigger Vth = 2.5V, Vbe = 0.7V
Rb = Vth – Vbe/Ib = 2.5 – 0.7/0.0006 = 1.8/0.0006 = 3000Ω
Use 3.3kΩ
3.6.6 LED Current (R1 = 1kΩ) 
ILED = (5-2)/1000 = 3/1000 = 0.003A = 3Ma
3.6.7 Transistor Dissipation (Saturation)
PQ1 = Vce (sat) x Ic = 0.2 x 0.003 = 0.006W = 6mW
3.6.8 Battery Life (9V, 500mAh)
Average current
Iavg =  0.150 + 0.020 + 0.003 = 0.173A
(buzzer assumed 10% duty, 3Ma. avg)
T = 0.500Ah/0.173A = 2.9 hours
3.7 Layout Diagram

[image: ]

Fig. 12: Smoke Detector Layout Diagram
4.0 Results and Discussion
4.1 Functional Testing
4.1.1 Power Supply Verification
The circuit was powered using a 9V battery. A digital multimeter was used to measure the regulated voltage output from the LM7805, which provided a stable 5V DC. The 10uF capacitor effectively filtered any voltage spikes, confirming the power block was working correctly.
4.1.2 Sensor Circuit Response
In a clean air environment, the MQ-2 sensor produced a low analog voltage at its output, which was insufficient to activate the subsequent switching stage. When exposed to smoke from a burning paper, the sensor's output voltage increased noticeably due to reduced internal resistance, indicating its sensitivity to environmental changes.
4.1.3 Sensitivity Adjustment
The 10K potentiometer effectively controlled the voltage level needed to trigger the transistor. By adjusting the potentiometer, the circuit could be calibrated to respond to varying smoke concentrations. At higher sensitivity settings, the output was triggered quickly with minimal smoke, while lower sensitivity settings required denser smoke to activate the output.
4.1.4 Switching Circuit Operation
The BC547 transistor served its purpose as a switch. When the base-emitter voltage exceeded approximately 0.7V (as set by the sensor and potentiometer), the transistor turned on, allowing current to flow through the collector-emitter path and energizing the output devices. When no smoke was detected, the base voltage remained below the threshold, keeping the transistor off.
4.1.5 Output Activation
Once the switching circuit was triggered, the LED lit up and the buzzer emitted a continuous sound. These indicators provided clear visual and auditory alerts of detected smoke presence. When the environment was cleared, the circuit deactivated automatically, showing that the system could reliably return to standby mode.
4.2 Performance Analysis
The smoke detector circuit showed consistent and repeatable performance across several trials. It responded well to test stimuli, with minimal false triggers when no smoke was present. The combination of analog sensing with adjustable sensitivity and a transistor-based switching mechanism ensured a reliable response to actual smoke. The output response time was nearly instantaneous, and recovery time was short once the environment was cleared.
4.3 Observations and Limitations
While the circuit performed effectively in controlled conditions, it showed reduced sensitivity in open, ventilated areas due to the rapid dispersion of smoke. Also, prolonged exposure to smoke without adequate cooling caused the sensor to become temporarily less responsive. It is recommended that the circuit be housed in a proper enclosure and positioned in confined areas for better detection efficiency.
4.4 Constructed Smoke Detector Prototype
After completing the design and assembling all components on a breadboard and later a veroboard, the smoke detector prototype was fully constructed. The physical layout followed the block diagram sequence, ensuring a logical and practical arrangement of the power supply, sensor, sensitivity control, transistor switching, and output components. The prototype was tested in a real environment by introducing smoke from a burning paper, and the system reliably activated both the LED and buzzer. The compact size of the circuit and low power consumption made it suitable for battery operation. All components were firmly soldered and mounted to ensure stability and durability. The prototype confirmed the feasibility of the circuit as a functional and affordable smoke detector.
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Fig. 13. Smoke Detector Prototype (Exterior and Interior view)

5.0 Conclusion 
This project successfully constructed, and tested a basic smoke detector circuit using commonly available electronic components. The system was powered by a 9V battery and used an LM7805 voltage regulator to deliver a stable 5V supply. The MQ-2 smoke sensor effectively detected the presence of smoke or flammable gases and produced a corresponding voltage output. The 10K potentiometer allowed for fine-tuning of sensitivity, enabling the circuit to respond to varying gas concentrations. The BC547 transistor operated as an electronic switch, controlling the activation of the LED and buzzer for alerting users in the event of smoke or gas presence. Overall, the circuit demonstrated reliable and responsive performance during testing and proved suitable for applications in home or small office safety systems.
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